PLUG TYPE COVER WITH BRASS

PENTAGON PLUG WITH ROPE THREAD
FINISH GRADE K

BACKFILL WITH EXCAVATED MATERIAL
(IF SUITABLE) FREE FROM LARGE

ROCKS WITHIN 24” VALVE BOX (FOR _
VALVE BOXES WITHIN SIDEWALKS, R
DRIVES, ETC. SEE RELEVANT DETAIL | A

d

FOR FILL REQUIREMENTS)

1”7 ADJUSTABLE SERVICE BOX
(SHALL BE ADJUSTABLE 12" EITHER
DIRECTION OF TARGET LENGTH)——— ]

%e6" STAINLESS STEEL ROD —
(TO BE 24" LONG)——————— |

HEAVY DUCTILE IRON YOKE\

BRASS COTTER PIN, INSTALL T
IN'A MANNER AS NOT TO -
INTERFERE WITH SERVICE —
ROD AND VALVE OPERATION———— |

REINFORCED ARCH ~— ]
AND PIPE RING /’:
UNDISTURBED SOIL -

_ I
\ H"H\‘H\H—

\

BURY DEPTH

5'~0"
(UNLESS OTHERWISE APPROVED)

1" MINUS CRUSHED STONE VALVE

N
BEDDING MATERIAL WITHIN 127
EITHER END OF VALVE
AY. MCDONALD, LOW LEAD MODEL 6100-22
BALL VALVE CURB STOP (OR APPROVED

EQUAL) COMPRESSION INLET AND OUTLET

NOTES:
1. SERVICE BOX SHALL ACCOMMODATE UP TO 1" SERVICES.

2. SERVICE BOX TO BE INSTALLED IN SUCH A MANNER AS TO ENSURE IT WILL BE FREE FROM OBSTRUCTIONS
AND DEBRIS AND THAT NO MATERIAL WILL INTERFERE WITH VALVE OPERATION.

WATER MAIN SERVICE DESIGNED BY: JPH
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CURB STOP DETAIL CHECKED BY: FBH
(NOT TO SCALE)
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